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Wiring Centre UH57/4
Wiring Diagram

L

L N1 N1 L1 L1 1 2 3 4

LINK
LINK

LINK

LINK

SUPPLY 
230vNSB LINK

MAINS SUPPLY 230V AC FROM
10AMP FUSED ISOLATOR

UNDERFLOOR
PUMP

UH15 ACTUATOR HEADS

UH57/4 WIRING CENTRE 4 WAY

VOLT FREE OUTPUT
BOILER CONTROL, OR 
DEAMND SIGNAL FOR 
COMPENSATOR

TIME PUMP DEM. 230V THERMO HEADS

POWER

HEAT DEMAND

C N NSB

I O I O O I O I N1 N1 1 2 3 4L

L
N

PE

N

LN

PE

230V ROOM THERMOSTATSTYPE OF NSB

N 1

L

UH58 STAT

UH58 STAT

N 1

1 2 3 4 5 6

UH13
THERMOSTAT

LIVE TO PROGRAMMER

SWITCHED LIVE



Hepworth Plumbing Products  Edlington Lane  Edlington  Doncaster  DN12 1BY  United Kingdom
Telephone: +44 (0)1709 856210    Facsimile: +44 (0)1709 856266

www.hepworthplumbing.co.uk    e-mail: info@hepworthplumbing.co.uk

Wiring Centre UH57/8
Wiring Diagram
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